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Add and Configure Commchannel in IBSS2000 

Add new Commchannel by entering following info in the table. 

 

Controller Model 12 char alphanumeric 

Description Can be blank 

Commchannel Type Select Local only 

Workstation ID Select Commsvr1 only 

Comm Module Can be blank 

Mode Normal for Operation, Isolate to stop Comms 

Remarks Can be blank 

Protocol Select CAC only 

Port Type Select Serial or TCPIP 

Port Number Serial port number range between 1 to 35, TCPIP port number start from 36 

IP address The setup IP address for the controller 

IP Port Select 4001 only 

Baud Rate n/a 

Overview 

In IBSS2000 

Controller Tab click on Controller tile. 
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Click Save 

The save configuration need to be enable on the Commserver software before any configuration 

can be established.  The process to enable communication is thru Commserver software. At 

Commserver click on Communication, Click Close Commchannel. Then click on Communication 

again, then click Initialize  
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